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ITEM MATERIAL DESCRIPTION STOCK NO. GRD-PADMT GRD-4X 

A ROD, GROUND, GALV., 5/8" x 4' MIN. C6 REQ.l 9800-0113 6 1 
B CONNECTOR GROUND ROD 3825-0015 1 
c •2 S.D. CU. WIRE 3330-0179 6 
D COUPLING, GROUND ROD, THREADLESS 9900-3462 5 1 

NOTES' 

1. All driven grounds on delta or ungrounded wye connected circuits shall have a measured resistance of 
25 ohms or less. 
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NOTES' 

' . . . . . . . 

1. CS.N. 3330-9220) will be inserted through both walls by the manufacturer. A 4/0 Cu. bare 
(minimum 30" external and 18" internal) tail will be provided for the ground connections. 

2. Both grounding locations /GRO-MH-IN/ and /GRO-MH-OUT/ shall be "tied" together. The external 
ground locations should be connected with a 4/0 bare copper s.d. CS.N.3330-9220>. The internal 
grounds should be connected with a 4/0 copper covered wire 19 str. s.d. CS.N. 3400-2212). 

3. /GRD-MH-IN / shall be attached to the wall racks when the hole is racked-out, see z-582. 

4. All driven grounds on delta or ungrounded wye connected circuits shall have a measured 
resistance of 25 ohms or less. 
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